
POLYPROPYLENE

MANHOLE STEP

SPACED AT 12" O.C.

(TYP.)

PRECAST MANHOLE

NOTES:

1. DISCHARGE MANHOLE AND ALL MANHOLES WITHIN 1,600 FEET OF THE DISCHARGE MANHOLE SHALL BE

LINED WITH A CORROSION RESISTANT FLEXIBLE ELASTOMERIC POLYURETHANE OR EPOXY LINING

SYSTEM.

CAST IRON MANHOLE

FRAME AND COVER

(COVER TO BE MARKED

"SEWER")

CONCRETE FILL

SLOPED TO OUTLET

MINIMUM 2'-0"

THRUST

COLLAR

1'-0"

CONCRETE

DEADMAN

6
"

6" 6"

NO. 57 STABILIZATION STONE

GRADE RINGS OR BRICK

WHEN REQUIRED

(MAX. ADJUSTMENT = 12")

WATERTIGHT

EXTERNAL

RUBBER SEAL

(TYP. ALL JOINTS)
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